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Extremely Low Frequency Magnetic Fields

Much attention has been given in recent
yearsto the presence of extremely low
frequency (ELF) magnetic fields (H)
produced by video display units (VDUS).
Various adverse health effects have been
suggested as being associated with these
low-level fields, but none have been
confirmed by scientific research (reference
2). Other sources of ELF H fields in most
office environments are fluorescent lights,
copiers, air conditioners, electric wiring,
and eectric transformers. These other
sources can produce ELF H of greater
intensity than the VDU. However, in most
instances, the ELF H intensity is still
much lower than existing exposure
guidelines (reference 3).

Conversely, we know electronic
devices are susceptible to electromagnetic
interference (EMI) fromELF H at
intensities far below the guidelines for
human exposure. Sometimes, this
interference will affect the normal
functioning of the device. In the case of
VDUSs, ELF H can cause the display
image to waver or bounce. Although this
will not damage the VDU, the operator
will undoubtedly notice the effect and try
to determine what is causing it. Typically,
the user will report that the VDU is broken
and request repairs. Whenthe VDU is
serviced and no defect isfound, it is
returned to the user where the effect
returns. Eventualy, the source of the
problem is determined to bethe ELF H
from some source near the VDU.

How will | know | have an EMI
problem?

The detection of waver or bounce on
the VDU screen is subjective, dependent
upon individual sensitivity. Also, the

threshold H level for EMI will vary with
VDU type and design. A monochromatic
display, for example, could be noticeably
affected by ELF H levels aslow as 10 mG.
This level is 500 times below the |RPA
guidelines for human exposure.

Are there health effects associated with
exposureto ELF magnetic fields and how
should | respond?

The appropriate response to an EMI
problem isto determine the ELF H levels
and the source responsible for the
interference. The simplest solution will
normally involve relocating the VDU to an
areawith reduced ELF H levels. The VDU
operator will naturally pose questions about
possible health effects associated with
exposure to these elevated field levels. The
individual directing the change should
clearly inform those with concerns that the
change was necessary to prevent EMI, not to
mitigate human exposure to the fields.
Thereis no substantiated health risk
associated with typical ELF H levelsin
office environments.

What should | doif | have an EMI
problem?

In most situations, judicious arrangement
of furnishings and equipment in the office
will prevent EMI with VDUs. Since the
strength of the ELF H will reduce rapidly
with distance from the source, the VDU
should be moved to alocation far, enough
from the source to prevent the effect. Inthe
rare instance when this option isimpossible
or impractical, another option isto reduce
ELF H coming from the source. Exercising
this option must be balanced against factors
which could affect the
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source that is being modified. For example,
rerouting electrical wires could create an
electrical safety hazard. Shielding the VDU
with a high permeability material (such as
mumetal) is generally not cost effective and
should be considered only as alast resort.
Shielding the EMI source with high
permeability material is equally inappropriate
under most circumstances.

Should manufactures design all VDUsto
prevent EMI?

Some manufacturers of VDUSs have
designed their systemsto work in
environments where elevated levels of ELF
H are present But, the cost to make al VDUs
impervious to EMI in prohibitively expensive
in a competitive market. Many
manufacturers of other electronic products
will disclaim responsibility for EMI problem.
These examples indicate the relative case
with which most products are susceptible to
EMI.

Summary.

The ELF H produced by all electrical
devices will sometimes interfere with the
operation of VDUs. When this occurs,
moving the VDU away from the source will
usually eliminate the effect the presence of
ELF H in the work environment does not
imply that a health hazard exists. The field
levelsin most environments are well below
suggested guidelines for human exposure
limits. Based on current knowledge,
personnel need not be concerned for their
health when a VDU or other similar
electronic device experiences EMI from
ELFH.
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